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TRANSFORMER YARD

DG YARD

FOOT REST @ 300mm C/C 

SLOTTED U.P.V.C PIPE

FILLING OF ROUNDED 300mm DIA BORE WITH 160mm DIA 

PEA GRAVEL DULY WASHED

3mm TO 6mm SIZE

CEMENT CONC. 1:2:4

TO TERMINATE BOUNDARY WALL

560mm DIA C.I.MANHOLE 

COVER AND FRAME

OVER FLOW PIPE TO CITY DRAIN

 LOCAL SITE CONDITION

300mm DIA BORE

500mm TH GRAVEL 5.0-10.0MM

500mm TH BOULDERS  

  15-20 MM

500mm TH GRAVEL  

  5.0-10.0mm

500mm TH COURSE

SAND 1.5-2.0 MM

GEO-TEXTILE CLOTH

WALL AS PER STRUCTURE 

DIA PVC SCREEN PIPE WITH RIBS

UP TO SUB-SOIL WATER LVL

LVL.AS PER SITE

1.0mX1.0m RAIN WATER HARVESTING PIT

WALL AS PER STRUCTURE 
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WATER HYDRO

PNEUMATIC
PUMP

(LOW ZONE)

FLUSHING WATER
HYDRO

PNEUMATIC PUMP
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HOT WATER
HYDRO

PNEUMATIC
PUMP

(HIGH ZONE)

HOT WATER
HYDRO

PNEUMATIC
PUMP

(LOW ZONE)

HOT WATER
RETURN PUMP

CAP.350 KL. CAP. 300 KL.

OVER FLOW PIPE
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CAP. 155 KL. CAP. 155 KL.

WATER TANK OF STP IN CASE
STANDBY SOURCE OF WATER

STP CAP. 380 KL.

DH

CAP. 155 KL.

DOM. WATER
TANK-I

RAW WATER
TANKII

RAW WATER
TANK-I

FIRE FIGHTING
TANK-II

FIRE FIGHTING
TANK-I

DOM. WATER
TANK-II

BRINE
TANK

HEADER

KITCHEN COUNT

FLOOR

SERVICE APARTMENT

TOILET COUNT

4BHK 5BHK

OTHER THAN

RESIDENTIAL

TOTAL 4BHK 5BHK

OTHER THAN

RESIDENTIAL

TOTAL

KITCHEN
COUNT

FLOOR

HOTEL

TOILET COUNT

TOTAL

GUEST

ROOMS

OTHER THAN

GUEST ROOMS

TOTAL

CANAL

DRAINAGE PLAN
PLAN OF STP
RAIN WATER HARVESTING PIT
DETAIL
PLAN OF DOMESTIC & FIRE
WATER TANK & PUMP ROOM

OWNERS DECLARATION:
1. I SHALL ENGAGE ARCHITECT AND E.S.E DURING

CONSTRUCTION
2. I SHALL FOLLOW THE INSTRUCTIONS OF ARCHITECT AND

E.S.E DURING CONSTRUCTION OF THE BUILDING.
3. K.M.C. AUTHORITY WILL NOT BE RESPONSIBLE FOR

STRUCTURE STABILITY OF BUILDING AND ADJOINING
STRUCTURE

4. IF ANY SUBMITTED DOCUMENT IS FOUND TO BE FAKE THE
K.M.C. AUTHORITY MAY REVOKE THE SANCTION PLAN.

5. THE CONSTITUTION OF WATER RESERVOIR AND SEPTIC
TANK EXECUTED UNDER THE GUIDANCE OF ARCHITECT &
E.S.E

6. ALL EXISTING STRUCTURE TO BE DEMOLISHED BEFORE NEW
CONSTRUCTION FULLY OCCUPIED BY OWNER & THERE IS NO
TENANT.

SHEET TITLE:

SIGNATURE OF PLUMBER

THIS IS TO CERTIFY THAT THE BUILDING PLAN HAS BEEN
DRAWN AS PER THE PROVISIONS OF K.M.C BUILDING RULE 2009
AS AMENDED FROM TIME TO TIME. ABUTTING K.M.C ROAD
CONFORMS WITH THE PLAN & THAT IT IS A BUILDABLE SITE.

CERTIFICATE OF THE ARCHITECT

NOTES AND SPECIFICATIONS

1. ALL DIMENSIONS ARE IN MM. UNLESS OTHERWISE NOTED.
2. PROJECTION OF CHAJJA & CORNICE IS 500 MM.
3. ALL OTHER SPECIFICATION AS PER I.S CODE OR N.B.C.
4. 19MM THK. PLASTER TO OUTER WALLS AND 12MM THK.
PLASTER TO INNER WALLS AND 6MM THK. PLASTER TO CEILING.
5. EXTERNAL WALLS ARE 200 MM THK. AND ALL INTERNAL WALLS
ARE 125 MM THK. UNLESS OTHERWISE MENTIONED IN THE
DRAWING.
6. THE DEPTH OF U.G.W.R. DOES NOT EXCEED THE DEPTH OF
NEARBY BUILDING FOUNDATION.
7. THIS DRAWING IS A PROPERTY OF ARCHITECTONIC
SERVICES,AND IT SHOULD NOT BE COPIED OR REPRODUCED
WITHOUT WRITTEN CONSENT OF THE FIRM.

JYOTIRMOY CHAKRABORTY

(Lic No. 1293 Dated:- 09.07.2022)

RAIN WATER

HOLDING TANK

CAP. = 360KL

WATER DEPTH = 7.6 M

AREA = 47.6 SQM.

NAME OF THE OWNER/APPLICANT

DIGITAL SIGNATURE OF A.E. DIGITAL SIGNATURE OF E.E.

APEEJAY SURRENDRA PARK HOTELS LTD (LESSEE)

SUBALA MONDAL (C.A/2018/94075)

NAME OF ARCHITECT

NAME O F THE PLUMBER

17/10/2025
1:200, 1:600, 1:4000SCALE

DWG. NO.
SHEET NO.

DATE

CTC/AHUICL & ASPHL/174/M1
4 OF 26

NOTE : ALL STAIRS, LIFT WELL & LIFT LOBBIES AREAS ARE PRESSURIZED EXCEPT LIFT PL03, PL04 AND LEVITATOR
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DAILY WATER DEMAND ASSESSMENT AS PER NBC 2016

FLUSHING

BUILDING
APARTMENTS

4 GUEST ROOM APT @ 7 PERS. - @ 150 Ltr/person 69

WATER REQUIREMENT  (SERVICE APARTMENT)

THE PARK UNIZEN
NO. OF PERS.

DOMESTIC
WATER REQ.

FLUSHING
WATER REQ.

TOTAL WATER
REQUIREMENT

STP CAP @ 80% OF
DOM + 100% FLU

483 50715 21735 72450 62307

Banquet Hall & Assembly Portion - 572.644 sq.mtr. @ 1
person per 1.49 sq.mtr @ 15 Ltr/person

- 410 4100 2050 6150 5330

Swimming pool make-up water @ 2% of Pool Volume of
265 (17.65 X 12.5 X 1.2) cumtr.

- - 5300 0 5300 0

Security / Maintenance staff @ 45 Ltr/person - 15 375 300 675 600

Driver 245 Nos. @ 15 Ltr/person - 245 2450 1225 3675 3185

TOTAL 69 1153 62940 2310 88250 71422

PROPOSED STP CAPACITY FOR SERVICE APARTMENT PORTION IS 80 KLD

SL. NO.

1

DESCRIPTION ROOMS / AREA
(SQ.M.)

POPULATION
PER UNIT

TOTAL PERSON
(APPROX)

DOMESTIC HOT

COLD WATER REQUIREMENT

LPCD LPD LPCD LPD LPCD LPD

45 18000 200 80000 75 30000

TOTAL DOMESTIC
DEMAND

GROSS WATER
DEMAND

FLOW TO
SEWER

2

3

4

5

GUEST ROOMS 200 2 400 110000 128000 106000

20 7200 20 7200 5 1800EMPLOYEES & STAFF 200 1.8 360 9000 16200 14400

10 15154 3 4546 2 3031BANQUET HALL 985
0.65 SQ.M.
PER PERSON 1515 7577 22731 21215

10 3333 45 15000 15 5000ALL DAY DINING 600 333 20000 23333 19333

15 5679 40 15143 15 5679NIGHT CLUB 530 379 20821 26500 22336

6 15 2143 40 5714 15 2143LOBBY LOUNGE & BAR 200 143 7857 10000 8429

7 10 4778 45 21500 15 7167SPECIALITY RESTAURANT 860 478 28667 33444 27711

8 10 2639 45 11875 15 3958INDIAN RESTAURANT 475 264 15833 18472 15306

9 10000WELLNESS AREA L.S. 10000 10000 8000

10 50000 25000KITCHEN L.S. 75000 75000 60000

11 20000 10000LAUNDRY 30000 30000 27000

12 16000FILTER BACKWASH 16000 16000 16000

13 20000SWIMMING POOL & WATER
BODIES MAKE UP

20000 20000

276978 93777TOTAL 370755 429681 345730

280 95SAY (KLD) 370 430 350

380

1.8 SQ.M. PER
PERSON

1.4 SQ.M. PER
PERSON

1.4 SQ.M. PER
PERSON

1.8 SQ.M. PER
PERSON

1.8 SQ.M. PER
PERSON

L.S.

L.S.

58925

60

LPD LPD LPD

-

-

-

-

-

-

-

-

-

-

--

-

-

- - -

--- - -

---

- -

-

-

------

- -

--

-- -

---

- - -

---

- - - -

-

-

-

PROJECT DETAILS:

PLAN SHOWING PROPOSED 2B+G+19
STOREY (80.0M.) ASSEMBLY

BUILDING (HOTEL), WITH 2B+G+20
STOREY (72.9 M.) SERVICE

APARTMENT, U/S 393A OF KMC ACT
1980 & KMC BUILDING RULE 2009
AT PREMISES NO. 990 , EASTERN

METROPOLITAN BYPASS, KOLKATA
- 700046, WARD - 58, BOROUGH - VII.

DATE :06.11.2025                                                                      VALID UP TO :05.11.2030

BUILDING PERMIT NO. :2025070110


